Table- 5
SANIATRY REQUIREMENT FOR HOTELS

	Sl.No.
	Sanitary Unit
	For Residential staff 
	For non residential staff



	
	
	
	For male
	For female

	1.
	Water Closet (W.C.)
	One per 8 Persons omitting occupants of the attached water closet minimum of 2 if both sexes are lodged
	1 for 1-15 persons 2 for 16-35 persons  3 for 36-65 persons 4 for 66-100 persons
	1 for 1-15 persons  2 for 13-25 persons 3 for 26-40 persons 4 for 41-57 persons 5 for 58-77 persons 6 for 78-100 persons

	2.
	Ablution Taps
	One in each W.C.
	One in each

 W.C.
	One in each

W.C.

	3.
	Urinals
	 Nil
	Nil up to 6 persons 1 for 7-20 persons 2 foe 21-45 persons 3 for 40-70

Persons 4 for 71-100 persons
	Nil

	4.
	Wash

Basins
	One per 10 persons omitting each basin installed in the room/suite
	1 for 15 persons 2 for 16-35 persons 3 for 36-65 

Persons 

4 for 66-100

persons
	1 for 1-12

2 for 13-25

3 for 26-40

4 for 41-57

5 for 58-100

	5.
	Baths
	One per 10

Persons omitting occupants of 

Room with bath in suite
	Nil
	Nil

	6.
	Slop 

Sinks
	One per 30 bed rooms {one per floor minimum}
	Nil
	Nil

	7.
	Kitchen

Sink
	One in each kitchen
	One in each kitchen
	One in each kitchen


